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Tankless water heater
direct vent, wall mount

Drain

Condenser mounted on 3" raised pad

Heat recovery ventilator
Broan HRV200H or equiv. 
Wall mount

Hot water storage/heat exchanger
Siebel Elton SBB400K or equiv
Mount in pan on 4x4 PT sleepers
with Watts 210 shut-off for boiler
Min R16 internal insulation or
wrap with R12 external blanket

Air handler with condensate pump. 
Mount in pan on 4x4 PT sleepers
with water safety switch.

Drain

  
 R19 wall and ceiling insulation 
at unconditioned spaces with
weatherstripped doors

G

Basement

Basement Conditioned Area
A: 1,356.57 sq ft

Unconditioned Storage

Unconditioned Utility/Storage

Unconditioned Wine Cellar

Crawlspace

Second Floor

Second Floor Conditioned Area
A: 1,685.71 sq ft
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Exhaust hood

Provide required clearances around unit, venting, 
and air spaces. Hearth extensions shall conform to
conditions of the listing and the manufacturer's
installation instructions. Section 3102.5

 Town and Country gas fireplace model TC-42
ANSI Z21.50 b / CSA2.22b 2002 / Warnock 
Hernsey Report #3038552  or approved equal with
direct venting. Fireplace and chimney shall be 
installed per listing and manufacturer's instructions
as specified in UMC.
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G
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Thermostat

Ventilation supply grill

Ventilation return grill

Exhaust fan

Fluorescent light with exhaust fan

Hosebib with backflow prevention device

Gas line termination G

Main Floor

Symbols

G

Office Zone
A: 669.51 sq ft

Bedroom #1 Zone
A: 739.08 sq ft

Living/Dining Room Zone
A: 841.06 sq ft

Kitchen / Family Room Zone
A: 1,048.70 sq ft

Guesthouse

Guesthouse Zone
A: 704.00 sq ft

3/16" = 1'
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